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Incidence of Legionellosis in Hospitals 
Contaminated by Legionella pneumophila 
Other Than Serogroup 1 

T O T H E E D I T O R — I n the late 1990s, following outbreaks 
of isolated cases or clusters of legionellosis in several Turin 
hospitals, the district attorney's office ordered all hospitals in 
its jurisdiction to monitor their water distribution systems. 
In response, Piedmont hospitals initiated surveillance and 
control measures to fully decontaminate their water distri
bution systems, regardless of whether legionellosis cases had 
occurred at the facility. Our department's involvement in 
evaluating the effectiveness of the decontamination interven
tions enabled us to gain a fairly complete picture of the sit
uation at 36 hospitals, 35 of which were contaminated (61% 
of samples tested positive for Legionella species, with bacterial 

loads ranging from 100-10,000 cfu/L). Of the Legionella spe
cies isolated, Legionella pneumophila occurred most fre
quently; among the most common circulating serogroups 
were serogroup 6 (found at 15 hospitals), serogroup 3 (found 
at 12 hospitals), and serogroup 1 (found at 11 hospitals). 
Other species isolated {Legionella micdadei, Legionella stei-
gerwaltii, and other unidentified strains) were consistently 
associated with L. pneumophila.1 

Concerned about legal action the magistrate's office could 
take against them if there was Legionella contamination in 
their water distribution systems, the hospital administrations 
initiated disinfection procedures recommended by guidelines 
(chlorination and thermal shock) or alternative methods (eg, 
disinfection with peracetic acid,2 ozone, and/or hydrogen per
oxide), independently of the observed bacterial load or the 
presence of legionellosis cases. In the end, huge costs were 
incurred to obtain an effect that was as questionable as it was 
transient. 

In this context, we invited the hospital administrations to 
participate in a 2-year project (2001-2002) that had the fol
lowing objectives: to verify the incidence of nosocomial le
gionellosis in those hospitals contaminated with L. pneumo
phila other than serogroup 1 or with non-pneumophila species 
of Legionella, where only regular ordinary maintenance with
out decontamination measures would be carried out; and to 
monitor environmental contamination levels without decon
tamination measures. 

In agreement with the medical departments of the hospitals 
participating in the project, the following protocol was set 
up. First, preliminary evaluation of environmental contam
ination was done. No environmental decontamination inter
vention was initiated at the central or peripheral parts of the 
water distribution system. Hospitals performed normal main
tenance, defined as systematic interventions at distal outlets, 
instant hot water heaters, tanks (where present), air condi
tioning units, and cooling towers. There was semiannual 
monitoring of the water distribution system to identify spon
taneous colonization. Also, hospitals performed active sur
veillance for Legionella infection for all cases of nosocomial 
pneumonia identified by clinical, radiological, and laboratory 
criteria.3 If a patient had pneumonia with onset at least 2 
days after admission to the hospital, urine specimens were 
collected and examined for Legionella antigen; if the results 
were negative, the test was repeated 5-7 days later. Testing 
was performed using the Biotest Legionella Urine Antigen EIA 

TABLE. Distribution of Pneumonia Cases at 
the 20 Study Hospitals, by Patient Age 

Age, y No. (%) of cases 

<40 17 (5) 

40-59 48 (14) 

60-80 159 (45) 

>80 128 (36) 
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(Biotest AG), which detects all serogroups of I. pneumophila 
and even other Legionella species. Culture of respiratory se
cretions when possible was recommended, as was testing for 
specific antibodies on admission and after 15-20 days of 
hospitalization. 

Definitions of confirmed or probable legionellosis, as well 
as confirmed or possible nosocomial infection, were based 
on national guidelines (and clinical, radiological, and labo
ratory findings).4 The management of active surveillance was 
assigned to the chief of the hospital's infection control com
mittee who, in collaboration with the infection control nurse, 
collected data about patients with nosocomial pneumonia and 
reported this information to our department. Our depart
ment telephoned the persons responsible for surveillance 
once every 2 weeks to ensure consistent monitoring. 

At the start, the project involved 32 hospitals; however, the 
number of participating facilities dropped to 24 during the 
first year and then to 20 during the second year. The probable 
reason for this was that some hospital administrations feared 
legal action if had cases been identified and their facility's water 
distribution system had not been properly decontaminated. 

Surveillance involved 325,703 patients. During the first 
year, 178 cases of nosocomial pneumonia were reported, and 
174 cases were reported during the second year. The fatality 
rate was 12.7% (45 deaths). As expected, the age group most 
affected by pneumonia was patients aged 60 years or more 
(Table). 

The cumulative incidence of reported pneumonia was 
0.13% during the first year and 0.17% during the second. 
The distribution of cases by hospital is shown in the Figure. 

During the 2-year course of the study, only 1 case of le
gionellosis was identified. L. pneumophila serogroup 3 was 
isolated from bronchoalveolar lavage samples from a patient 
in a hospital contaminated with this microorganism. The case 
was defined as nosocomial legionellosis even though, ac

cording to the attending physicians, the clinical relevance was 
uncertain and the criteria for absolute certainty did not ap
pear to be fully satisfied. During the study, only 17 hospitals 
stated that they had systematically carried out maintenance 
according to the instructions they received. The environ
mental contamination levels did not appear to be affected by 
maintenance measures. The frequency of Legionella-positive 
samples was more or less the same over the course of the 
study, as was the frequency of the species of Legionella isolated. 

The results of our study confirm that the presence of Le
gionella in a hospital's water distribution system does not 
necessarily mean cases of legionellosis will occur,5,6 nor, by 
the same token, does a reduction or absence of contamination 
guarantee that cases of legionellosis will not occur.7 

The incidence of nosocomial pneumonia was less than ex
pected (0.5%-1%, according to Centers for Disease Control 
and Prevention figures).8,9 Nonetheless, these cases occurred 
at hospitals colonized by L. pneumophila other than serogroup 
1 (ie, strains of lower pathogenicity), in which there were 
fewer particularly critically ill patients than in large hospitals 
in Piedmont. This interpretation was confirmed by the ex
ception of hospital number 2 (Figure), in which a higher 
incidence was found because the hospital admits patients with 
infectious diseases, including human immunodeficiency virus 
infection. 

Furthermore, retrospective analysis of the radiographic 
documentation from the 2-year study period confirmed that 
the 3 hospitals reporting no cases had followed the protocol. 
All 3 are part of the same hospital administration. 

The concept that pneumonia surveillance is a primary and 
indispensable objective in the prevention and control of nos
ocomial legionellosis was strengthened by our data and ac
cepted by hospital administrators. This practice limits or even 
eliminates costly environmental interventions that may some
times damage the water distribution system and are always 
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FIGURE. Distribution of pneumonia cases, among the 20 hospitals in the study 
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ineffective in the long run. Moreover, it satisfies ethical cri
teria, in that when a case of legionellosis is identified, adequate 
treatment can be instituted promptly.10 Regular environmen
tal interventions to reduce the risk of infection should be 
reserved for departments with high-risk patients. The par
ticipating hospitals were encouraged to institute pneumonia 
surveillance practices, which had important implications for 
devising strategies to control nosocomial infections. Most 
hospitals continued surveillance beyond the end of the pro
ject. The practice of regular maintenance of water distribution 
systems was introduced and consolidated in those hospitals 
where it had been neglected. 

We believe we have provided useful additions to the on
going discussion about methods for preventing hospital-ac
quired legionnaires disease. In agreement with numerous 
published studies, we confirmed that L. pneumophila other 
than serogroup 1 is less pathogenic than isolates from se-
rogroup 1, and we confirmed that the presence of Legionella 
in the water distribution system does not necessarily mean 
that cases of legionellosis will occur. 
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